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W2 FOR SECOND STAGE HEAT OR JUMPER TO W FOR SINGLE STAGE IF APPLICABLE.
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LOW VOLTAGE FIELD WIRING

OUTDOOR UNIT CONTACTOR
CIRCUIT BREAKER

FAN RELAY

HEAT SEQUENCER

LIMIT SWITCH

LOW VOLTAGE TERMINAL BOARD
ACC HEAT CONTROL PLUG
HEAT DECK BLOWER PLUG
BLOWER PLUG

ACC HEAT PLUG
LINE VOLTAGE TERMINAL BOARD
TIME DELAY RELAY

XFMR TRANSFORMER

FIELD WIRING PER LOCAL CODE
12 GA TYPE 1015 600V TEW 105 €
—————— 18 GATYPE 1015 600V TEW 105 €

— 18 GA TYPE 1015 600V TEW 105 & 24V

MALE P3

BLOWER
MOTOR

> WARNING:

Switch circuit breaker to
the OFF position before
servicing the furnace.
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